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Pre-Bid Conference for the Procurement of Supply, lnshllation, Commissioning and
Maintenance of Elevators at the 23-Storey PSA Building with Roof Deck (Rebidding)

Date Time Starled: Time Recess: Venue:

16 JULY 2O2O 10:15 AM 12:10 PM
Philippine Statistics Authority - Central Office via
Cisco Webex Meeting

llleeting Presider:
OIo.DNS MINERVA ELOISA P, ESQU&TAS

Chairperson
Bids and Awards Committee

Meeti ng Attended by:
(see agached Attendance Sheet)

Absent from meeting:
(see aftached Aftendance Sheet)

AGENDA TOPICS/DISCUSSION/ACTION
o OIC-DNS Minerva Eloisa P

meeting to order at 10:15 A.M.
Esquivias, Chairperson, called the

o The BAC Chairperson welcomed all the attendees and stated that the
Pre-Bid Conference for the rebidding of the procurement of supply,
installation, commissioning and maintenance of elevators at the
23-storey PSA building with roof deck is conducted through Webex
platform to observe the social distancing rules due to the Covid-19
situation. However, the representatives of the prospective bidder
opted to be physically present for this bidding activity.

o The BAC Secretariat Chair did a roll call of attendees and certified
that there is a quorum.

r The Secretariat also acknowledged the presence of resident COA
Auditor as observer for the procurement. Notices were also given to
other observers (i.e lnternal Audit Division, Philippine Computer
Socie and Phili ppine Chamber of Commerce and lndustry).

Agenda ltem No. 1

Pre-Bid Conference
for the Procurement
of Supply,
lnstallation,
Commissioning and
Maintenance of
Elevators at the 23-
Storey PSA Building
with Roof Deck
(Rebidding)

o The BAC Chair gave some introductory remarks for the procurement
of supply, installation, commissioning and maintenance of elevators
at the 23-storey PSA building with roof deck.

o The Secretariat acknowledged the presence of the representatives
from IFE Elevators Philippines, lnc., Ms. Kimberly R. Cabanilla and
Francisco P. Ondoy.

o The Secretariat proceeded by stating that this is a rebidding of the
procurement at hand, and that the prospective bidder, IFE Elevators
Philippines, lnc., also participated in the first bidding

PSA Complex, East Avenue, Diliman, Quezon City, Philippines 1101
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Roll Call
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. The representatives are reminded of their responsibility how to
properly seal, mark and submit the Eligibility & Technical, and
Financial envelopes/bids for submission.

o The Secretariat enumerated the contents of the first envelope, which
is the Eligibility and Technical requirements such as:

1, Ph|IGEPS Certificate of Registration and Membership;
2. Statement of all its ongoing government and private

contracts, including contracts awarded but not yet started, if
any, whether similar or not similar in nature and complexity to
the contract to be bid;

3. Statement of the Bidder's Single Largest Completed Contract
(SLCC) similar to the contract to be bid;

4. Net Financial Contracting Capacity (NFCC) computation or a
committed Line of Credit from a universal or commercial bank
(if applicable);

5. Bid Security, in the bidders prefened form;
6. Omnibus Sworn Statement; and
7. Compliance to the Technical Specifications.

o The Secretariat mentioned that during the first bidding, IFE Elevators
Philippines, lnc. had an issue with the compliance to the technical
specifications. lt was emphasized by the Secretariat that items with
no entry of compliance is a ground for disqualification as this is a
mandatory requirement.

. The Secretariat continued with the contents of the second envelope
which are:

1. Duly accomplished bid form using the prescribed form in the
bidding documents; and

2. Any other document related to the financial component of the
bid as stated in the Bid Data Sheet.

r The representatives were informed of the following schedule of
activities:

Activity Date

Deadline of Submission of Bids On or before 28 July 2O2O,
1:00 P.M.

Opening of Bids 28 July 2020,'1 :30 P.M
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. The Secretariat discussed Section lll. Bid Data Sheet of the Bidding
Documents.

o The representatives of IFE Elevators Philippines, lnc. asked if they
have to pay again for the bidding documents. lt was explained that
they need to pay again since it is a rebidding, as already declared by
the BAC through a resolution, and no extension of the first bidding
was made.

o Section Vl. Schedule
Secretariat.

of Requirements was discussed by the

o The representative of IFE Elevators Philippines, lnc. sought
clarification for the following:

o For Section Vll., the Secretariat noted that this is where the
prospective bidder had some issues during the first bidding leading to
disqualification. The TWG mentioned that they have already
improved the format of Section Vll in order for the prospective bidders
not to miss any item in stating their compliance.

. The Secretariat discussed each item of Section Vll. and referred the
representatives of IFE Elevators Philippines, lnc. to the attached
drawrngs and encouraged them to raise their concem, if there is any.

TWG response
Do we have to include the
price of the maintenance of
elevators for three (3) years
after the warranty period?

The Technical Working Group
(TWG) clarified that there is a given
warranty period of two (2) years and
then what is being required is the
three (3) year warranty after the two
(2) year warranty. The cost of the
maintenance after the warranty
period should also be considered in
their bid.

\ /hy not make it a five (5) year
warranty?

The given two (2) year warranty
includes labor and parts for the
maintenance of the elevator while
the three (3) year warranty being
required is only for the labor. This is
stated in the Technical Specifications
in the bidding documents.

E].?,nEffiA

Query
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Section Vll.
Technical
Specifications

Question/s or
comments raised by
prospective bidder

CommenUAnswer
provided by BAC/

BAC Sec/TWG
(during meeting)

1 . Passenger
Elevator (Office)

No question
raised

was N/A

2. Service Elevator
(Office)

No question was
raised

N/A

For the capacity, is it
1,500 kgs or 1,362
kgs?

It was set to 1,362 kgs
based on the comments
during the first bidding. lt
was part of Bid Bulletin
no.5.

\Mrat was the basis of
the 1,362 kgs.?

Based on European
standard EN 81, the
shaft size dimension
available is enough
for 1,050 kgs. 1,362
kgs. is possible for
elevator with
machine room.

For the speed, the
2.Sm/s is not normally
used for the number
of stops (six floors).

1,362 kgs. was set by
the Designer.

Please be guided that
the car size indicated is
the minimum and still to
be verified on site if it
can be accommodated,

This was also set by the
Designer and the model
that they are thinking is
the American standard.

We will verify this further
with the results of the
site inspection/ visit
tomorrow. lf there are
actual observations with
supporting documents,
you can write to the
BAC Secretariat and it
will be forwarded to the
TWG.

The speed was set by
the Designer.

We will clarify this with
the designer as
instructed by the BAC.

A rn:;Ji,til
Y.'tffi&

drW,

3. Transfer Lifts
(Parking)
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For lightings, it is
stated that the
requirement is
downlight LED but it
was mentioned in
Part 2 Products under
2.7 Car Enclosures

B. Materials and
Finishes:
5. Luminous
Ceiling:
Fluorescent light
fixtures and
ceiling panels of
translucent
acrylic or other
permanent rigid
plastic.

Do we require
LED or
fluorescent light
fixtures?

We are requiring LED to
reduce the power
consumption which
regard to the lighting
system.

5. Other
Specifications/
Requirements

Hoist Way Entrance For the CCry/lTV
Camera, is this
independent only for
the elevator? Are we
going to provide a
CCTV cable ready
elevator or there is a
HVR for the elevator?

Since it is
interconnected with the
BMS of the entire
building, CCTV cable
ready is needed for the
elevator system.

ls there a size
requirement for the
wall mounted TV?

There is no size
requirement. lt will be
more or less based on
approvals coming from
the TWG. A brochure
can be provided to have
an idea how it will look.
We would like to see the
standard desion and is

A i;tlt)tEt
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4. Car Design
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subject for approval

6. Other
Requirements

General
Specifications

Electric Traction
Elevators

1.2 Action
Submittals

Parl2 - Products

2.3 Elevators

B. Elevator
Description:

14. Hoistway
Entrances:

a. \Mdth:
1100mm
b. Height:
2100mm

N/A

ls item (a) and (b) for
all elevators?

Yes, for all elevators.

2.9 Signal
Equipment

B. Car-Control
Stations: Provide
manufacturer's
standard car-
control stations.
Mount in return
panel adjacent to
car door unless
otherwise
indicated.

Are we going to
continue having an
embedded handset
inside the car?

A lil:P}[Nffi
dffii

Part I - General

For letter C. Samples:
For exposed finishes,
this should be in another
row. Kindly take note of
this to avoid any issue
with the compliance.

This is dependent on
their submittals and
subject for approval.
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GENERAL GUIDELINES

Scope of Works

3. All minor civil
works including
holes for the
armored cable entry,
louvers, and cut-
outs or modifications
required for the
installation of the
equipment and
testing 85 to final
finishes.

lf this will be awarded
to us, we have
drawings with cut-
outs already provided
by the civil
contractors.

No problem with it. As
stated, it is for minor civil
works. \A/hen you give
the drawings, instruction
to the civil contractors
will be provided to
implement whatever is
needed from the
drawing.

12. Maintenance for
Three (3) Years.
Signify separate
amount for labor
and parts.

N/A We would like to clarify
that in item 12.
Maintenance for Three
(3) Years. Signify
separate amount for
labor and parts.

This is for labor only,
and parts are not
included.

Project Duration/
Warranty/
Preventive
Maintenance

2. Warranty: Twelve
(12) months of
Defects Liability
Period from the date
of acceptance. Any
part or material
found defective
within this period will
be replaced by the
contractor free of
charge to PSA. One
(1) year for
workmanship and
five (5) years for the
motor.

For clarification,
twelve (12) or twenty-
four (24) months?

The first twelve {12)
months covers the
warranty for the Defects
Liability Period, the next
year or twelve (12\
months is for the
Preventive Maintenance
warranty.

As
acce

to the date
referrin

of
tonce

A ts.tnEriffi
d'ffi,

The next three years will
be Maintenance Period
that only requires labor
from the bidder/s.
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3. Preventive
Maintenance:
Twelve months from
the date of
acceptance. A
regular and
systematic
examination once a
month in
accordance with all
pertinent 88
regulations.
Required reports will
be submitted to PSA
after each regular
service. As such,
the retention fee
shall only be
released one (1)
year after the date
of completion and
acceptance. Repair
and replacement of
defective partslunit
shall be made by
the Supplier within
twenty-four (24)
hours upon receipt
of written or verbal
notice from PSA -
BCOM.

4. Maintenance
Period shall extend
up to Three (3)
years from the date
of acceptance with
Technology Training
to PSA Maintenance
Personnel.

Items 2-4), further
clarification was needed
from the TWG.

Enhancement
Features

G. A two (2) way
communication in
the ca. connected to

\A/hat about the wiring
from elevator location
to the ouard counter?

The two (2) way
communication system
is intesrated because it

A EI.*,ttE
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Floor
Guard

will be the BMS who will
handle the transfer from
car elevator to the
guard.
There should be a
tapping point to be
connected to the guard.

l. Provide Aluminum
Ladder Pit, Out-of-
Service switch,
emergency power,
self-diagnostic, self-
testing device and
CCTV Wring
provisions.

This is not mentioned
in any brochures of
any suppliers.

lf it is not mentioned in
the brochure, you have
to secure a separate
certification from the
manufacturer stating
availability of item l.

Also, you need to
indicate your
compliance in the
technical specifications
and not only in the
general manufacturer's
certificate.

a The Secretariat mentioned that the prescribed forms are now
incorporated in the bidding documents.

o For the site inspection, the prospective bidder can
arrange/coordinate the schedule with the TWG through the BAC
Secretariat.

a Dir. Ramores asked how the concerns regarding the
capacity/weight, and warranty be addressed. The Secretariat
mentioned that it will be through a bid bulletin after verification
through site visit and by engaging with the designer to check
whether it would comply with what is required under the European
standard.

a The BAC Chair instructed the End-user/TWG that the Designer
should be available during the Site lnspection tomorrow to address
concerns immediately.

a

a

Having no other queries, the meeting was adjourned

This procurement will proceed to the next stage of the bidding
activity.

A Eltlror'ffi
dffi,

Ground
Entrance
Counter.
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